TRENCHING DETAIL - ACP OVERLAY

(Not to Scale)

1. Sawcut entire depth of existing pavement. Place Class B C-27 in 3" sandlift. Compact per standard procedures.

2. See Appendix Schedule for number of conduits.

3. Trench width equals conduit diameter plus 2" between conduit plus 2" on each side of trench.

4. 24" Min. cover.

Specifications:
- Depth of existing pavement
- Controlled density fill
- Sand
- See Appendix Schedule for number of conduits
- Trench width equals conduit diameter plus 2" between conduit plus 2" on each side of trench
- 24" Min. cover

NOTES:
- Designated by WSDOT
- Approved by WSDOT
- Checked by WSDOT
- Drawn by WSDOT
- Approved by WSDOT
- Approved by WSDOT
- Date
- Date
- Revision by